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pH-Dependent Effluent Limitations For Ammonia 
Criteria Maximum Concentrations (CMC) 

Maximum 1-Hour Average 
Total Ammonia Nitrogen (in mg N/l) 

 
Ammonia Concentration Limitation 

(Salmonids Present) 
pH Maximum 1-Hour Average (mg N/l) 

  
6.5 32.6 
6.6 31.3 
6.7 29.8 
6.8 28.0 
6.9 26.2 
7.0 24.1 
7.1 21.9 
7.2 19.7 
7.3 17.5 
7.4 15.3 
7.5 13.3 
7.6 11.4 
7.7 9.64 
7.8 8.11 
7.9 6.77 
8.0 5.62 
8.1 4.64 
8.2 3.83 
8.3 3.15 
8.4 2.59 
8.5 2.14 
8.6 1.77 
8.7 1.47 
8.8 1.23 
8.9 1.04 
9.0 0.885 

 
 

  0.275    39.0  
 1 + 10 7.204 –  pH 1 + 10 pH –  7.204 
 

CMC = +( ) 


